[image: image1.jpg]Sep 30 08 01:25p Pater J. Rose (705) B889-1538

| Fire Protect
! 6515 Rama Road, Generzal Delivery |
| Longford Miils, Ontario, Canada, 1L.OK 110
Telephone: (705) 326-0783 Fax: (268) 474-3520 j

Cell Phone: (7035) 323-6248 E-mail: firepsg@svmpatico,ca ;j
Website: www.fpss.ca jj

L

ion Survey Services '

September 01, 2009

Fire Chief Lorne Dougherty
Township of Augusia
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Maitland, ON
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Subject: Fire Department Water Tanker Shuttle Accreditation

Dear Chief Dougherty:

Fire Protection Survey Services is pleased to award your municipality with Fire Department
Water Tanker Shuttle Accreditation for the following fire stations:

Maitiand F.S. - Accredited October 28, 2007
North Augusta F.S. - Accredited August 12, 2009

The evaluation was carried out on October 28, 2007 with the undersigned present. The flow rate
during the 2-hour test period averaged 1,090 litres per minute or 240 Imperial gallons per
minute.

Your municipality wili require a re-evaluation by November 01, 2012.

Yours truly,

Dbt Ve

Peter J. Rose, CET.FPT.
Principal Associate

Senior Fire Protection Specialist
Loss Coniroel Specialist
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